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GENERAL NOTES:

EXISTING UTILITY INFORMATION WAS OBTAINED FROM RECORD DRAWINGS.
ELECTRICAL CONTRACTOR SHALL FIELD VERIFY EXISTING CONDITIONS PRIOR

TO COMMENCEMENT OF WORK.

COORDINATE ALL POWER OUTAGES WITH OWNER PRIOR TO CUTTING ANY SERVICE,
CONDUIT OR CABLE. OUTAGES SHALL BE KEPT TO AN ABSOLUTE MINIMUM.

EXISTING UTILITIES DAMAGED DURING WORK BEING PERFORMED FOR
THIS PROJECT SHALL BE REPAIRED OR REPLACED AT CONTRACTOR'S

EXPENSE.

THE ELECTRICAL CONTRACTOR SHALL SUBMIT A COMPLETE SCHEDULE
OF CONSTRUCTION TO THE VA INDICATING THEIR PROPOSED OUTAGE
SCHEDULE. THE SCHEDULE SHALL INCLUDE PROPOSED DATES AND

inches

DURATIONS FOR ALL OUTAGES REQUIRED. OUTAGES SHALL TAKE PLACE
ON THE WEEKENDS. OUTAGE SHALL START FRIDAY AT 1730 HOURS AND
BE COMPLETED BY SUNDAY AT 2400 HOURS.
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ALL OUTAGES MUST BE REQUESTED A MINIMUM OF 14 WORKING DAYS

PRIOR TO THE SCHEDULED OUTING.
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SOUTH LINCOLN AVE.]

ELECTRICAL SITE PLAN - DEMOLITION ©

ALL TRANSFORMERS, GAS SWITCHES AND OIL SWITCHES
THAT ARE IDENTIFIED ON THIS SITE PLAN SHALL BE
REMOVED AND REPLACED UNLESS OTHERWISE NOTED.
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